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SEE PROFILE SHOULDER ON SHEET PS-12.

TYPE 1-A (MOD) WITH FB AND SIGN W3-7, SEE DETAIL E ON SHEET E-49.
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3.   FOR RMS DETAILS, SEE SHEET E-49.
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 RL EXISTING MODEL 170 CONTROLLER IN MODEL 334 CABINET ON NEW FOUNDATION
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2.  ABANDON ALL EXISTING LOOPS

RAMP METERING SIGNAL AND SIGN R89 AT "C" 339+58, SEE DETAIL A ON SHEET E-49.

SEE SES SHEETS FOR STRUCTURE DETAILS. 
TYPE 27-4-100 (Mod) WITH 40’ SIGNAL MAST ARM, 4 MAT AT "D" 329+18. 
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ELECTRICAL SYSTEMS, MODIFYING RAMP METERING
ELECTRICAL EXAMPLE K6, MODIFYING EXISTING 

RIGHT OF WAY ENGINEERING AT THE DISTRICT OFFICE.

FOR ACCURATE RIGHT OF WAY DATA, CONTACT 

NOTES: (THIS SHEET ONLY)

1.

LEGEND: (THIS SHEET)

(PROVIDE A MINIMUM SETBACK OF 30’ TO THE ETW).
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    LEADING EDGE TO LEADING EDGE.

4.   SPACING FOR MAINLINE DOUBLE LOOP IS 20’ 
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MODIFYING RAMP METERING SYSTEM

Iden No. 12-55-405-5.62

MODIFYING EXISTING ELECTRICAL SYSTEM

AS SHOWN IN RUN No.10.

EXISTING 2"C, REPLACE EXISTING POWER SERVICE CABLES WITH NEW FOR RMS 
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